15 cm clearance between call and cabinet

Power requirements for cabinets will be determined per room.

Ceiling drop into cabinets with strain relief.

1 meter service clearance, front and back of cabinets (39.4"

2-4' (1.21 Meters) Lighting should be positioned between the cabinets.

18" (45.72 cm) Ladder racking Universal Cable runway

MDF as per spec drawing

Incoming Conduits/Sleeves for Vertical

Ground Bus Bar

Horizontal Cable Sleeves

0 ft. 10.00 in. (25.4 CM)

COMM. ROOM EQUIPMENT

PROJECT #: ISSUES #: DRAWING #: DRAWN BY: APPROVED BY: DATE: SCALE: PROJECT NAME: DRAWING NAME: REVISION: 1-5

UIT - Infrastructure Planning Standards

UIT-IPA-04

MD

Nov. 15, 2016

NTS

Comm. Room Equipment